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CATEGORY:   Control Unit (Non-High Rise) 
 
 
LISTEE:  *Honeywell International Inc., 1985 Douglas Drive. N, Golden Valley, MN 5542 
   Contact: Bob Hodgson (847) 797-4403 Fax (847) 797-4713 
 
 
DESIGN:  Model 5505 system.  Inherently power-limited; central station, remote and local service.  

Refer to listee's data sheet for detailed product description and operational considerations.  
Basic components: 

 
    5505     Controller 
    520     Alpha II Arming Station 
    D125     Power Loop Interface 
    D105FL                EOL Resistor 
    D129     Dual Class A Module 
    D128     Dual Phone Switching Module 
    D192A                Bell Supervision Module 
    D126     Battery 
    D8132     Battery Charger 
    D122     Battery Harness 
    510     Keypad Arming Station 
    D136     Relay 
    D1640     Transformer 
    D8109, D8004, D8108AH, 5591             Enclosure 
    D8125     Zone Expander 
    D8126T                POP Transponder 
    D8126U                POP Transponder 
    D8129     Octo Relay 
    D8130     Release Module 
    D8131     Serial Interface 
    D8114     Quad Serial Output Module 
    D8122     Derived Channel STU 
 
 
OPTIONS:  Refer to listee's data sheet for required/optional accessories.  When required, accessories 

shall be CSFM listed. 
 
 
INSTALLATION: In accordance with listee's printed installation instructions and applicable codes and 

ordinances. 
 
 
MARKING:  Listee's name, model number and UL label. 
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APPROVAL:  Listed as a control unit for use with separately listed compatible initiating and indicating 

devices. 
 
 
NOTE:   Burglary and other non-fire functions were not examined. 
 
 
XLF:   7165-0801:102     
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This listing is based upon technical data submitted by the applicant.  CSFM Fire Engineering staff has reviewed the test 
results and/or other data but does not make an independent verification of any claims. This listing is not an endorsement or 
recommendation of the item listed. This listing should not be used to verify correct operational requirements or installation 
criteria.  Refer to listee’s data sheet, installation instructions and/or other suitable information sources.  
 

Date Issued:   JUNE 17, 2003    Listing Expires June 30, 2004  
   

Authorized By: DIANE K. AREND, Senior Deputy 
Program Manager 


